G> CONNECT 30/18 SA TO EXISTING RTU—7 34/40 SA DUCT.
@> CONNECT 18/30 SA TO EXISTING 16/28 SA DUCT SERVING 4TH FLOOR
SPD.
@> DISCONNECT AND REMOVE 28/16 SA DUCT SHOWN HATCHED. ALL DEMO
\ ) AND NEW DUCT INSTALLATION SHALL BE PERFORMED DURING EVENINGS OR
/ / | WEEKENDS. PATCH WALL PENETRATION IN ACCORDANCE WITH
/ / ARCHITECTURAL SPECIFICATIONS. ALL WORK ASSOCIATED WITH RTU=3 TO
/ / RTU—7 CHANGEOVER SHALL BE PERFORMED OVER A SINGLE FOUR DAY
/ / PERIOD TO INCLUDE A SATURDAY AND SUNDAY. BOTH ROOFTOP UNITS
J / AND THEIR RESPECTIVE AIR DISTRIBUTION SYSTEMS MUST BE FULLY
, | OPERATIONAL WITH TAB WORK PERFORMED AT THE END OF THE FOUR
| | DAY PERIOD. THE CONTRACTOR SHALL PROVIDE THE OWNER WITH A
| | MINIMUM OF 30 DAYS NOTICE PRIOR TO PERFORMING THE RTU
CHANGEOVER.
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